
225.6 [km]
130.0 [MW]

177.0 [km]

59.6 [km] 22.6 [km]

115.0 [km]

12.0 [km]

148.0 [km]5.4 [km]

6.4 [km]

42.8 [km]

31.2 [km]

16.0 [km]

10.0 [km]84.4 [km]97.8 [km]

74.0 [MW]
43.4 [km]43.2 [km]

74.0 [MW]
46.5 [km]
74.0 [MW]74.0 [MW]

5.4 [km]
74.0 [MW]
31.4 [km]

8.9 [km]

130.0 [MW]
78.8 [km] 75.3 [km]

130.0 [MW]

150 [MVA]

130.0 [MW]
15.7 [km]

21 [MVAr] MAZOCRUZ

150 [MVA]

KENKO

100 [MVA]

12 [MVAr]

VINTO

22.0 [MW]

42.0 [MW]

22.0 [MW]

SUCRE

2x12 [MVAr]

ZONGO

50 [MVA]

60 [MVA]

PUNUTUMA

CATAVI

50 [MVA]

74.0 [MW]

OCURI

74.0 [MW]

POTOSI

VINTO

12 [MVAr]

12  [MVAr]

6.6 [MVAr]

7.2 [MVAr]

75 [MVA]

7.2 [MVAr]

MIGUILLAS

DON DIEGO

23.0 [MW]

7.2 [MVAr]

ARANJUEZ

22.0 [MW]

142.5 [MW]

SANTA CRUZ

2 x12
[MVAr]

150 [MVA]

MARIACA

130.0 [MW] 130.0 [MW]

SANTIVAÑEZ

VALLE HERMOSO

CORANI

IRPA IRPA

CHIMORE

AROCAGUA

KANATA

74.0 [MW] 74.0 [MW]

74.0 [MW]

SAN JOSE

S. ISABEL

74.0 [MW]

BULO CARRASCO

75 [MVA]

15.6 [MVAr]

SACACA

219.5 [MW]

URUBÓ

181.1 [km]
150.0 [MW]

CARRERAS

75 [MVA]

TARIJA

12
[MVAr]

CUMBRE
90.0 [MW]
45.1 [km]

CHUSPIPATA

62.0 [km]
142.5 [MW]

QUEHATA50 [MVA]

104.4 [km]
74.0 [MW]

25 [MVA]
7.2 [MVAr]

60 [MVA]

12 [MVAr]

GUARACACHI

246.0 [km]
142.5 [MW]

74.0 [MW]
63.9 [km]TAQUESI

244.0 [km]
155.9 [MW]

33.3 [MW]
104.5 [km]

CARANAVI

33.3 [MW]
40.4 [km]

33.3 [MW]
138.5 [km]

33.3 [MW]
84.8 [km]

SAN BORJA MOXOS

TRINIDAD
C. MOXOS

9
[MVAr]

38.1 [km]
74.0 [MW]

43.3 [km]
74.0 [MW]

73.2 [km]
74.0 [MW]

EL ALTO

SACABA

74.0 [MW]
14.9 [km]

H

SISTEMA TRONCAL DE INTERCONEXIÓN

Hidro

ACTUALIZADO AL 07 DE NOVIEMBRE DE 2024

TérmicaT

REFERENCIAS

5.0 [km]
40.0 [MW]

CATARICAGUA

33.5 [km]
74.0 [MW]

LUCIANITA

T T

T

T

T

T

T

T

H

H

H

H

H

H

E Eólica

25 [MVA]

25 [MVA]

TSUR
T

YAGUACUA

160.0 [MW]
138.0 [km]75 [MVA] 15

[MVAr]

[MVA]
25

[MVA]
12.5

[MVA]
25

12.5 [MVA]

230 kV

115 kV

69 kV

menores a 69 kV

BULO

31.0 [km]
155.9 [MW]

PALCA

244.0 [km]
155.9 [MW]

150 [MVA]

18 [MVAr]

18 [MVAr]
[MVAr]

25 [MVA]
5

[MVAr]

118.0 [km]
31.2 [MW]

SAN
BUENAVENTURA

YUCUMO

SAN JACINTO
H

150 [MVA]

PARACAYA

90.3 [MW]
24.1 [km]

QOLLPANA

90.3 [MW]
67.7 [km] E

160.0 [MW]
138.0 [km]

15
[MVAr]

12
[MVAr]
12

36.0 [km]
189.1 [MW]

(*)

54.0 [MW]
88.2 [km]50 [MVA]

100 [MVA]

31.8 [MW]
6.17 [km]

27.2 [MW]
19.62 [km]

LA PLATA

BÉLGICA

34.6 [km]
142.5 [MW]

16.5 [km]
2x275.0 [MW]

25 [MVA]

150 [MVA]

MISICUNI
H

T

YUNCHARÁ
S

S Solar

V. TUNARI

130.0 [MW]
78.8 [km]

MIGUELITO

333.45 [MW]
3.4 [km] CARRASCO

SAN JOSÉ I
H

12 [MVAr]

18 [MVAr]

18 [MVAr]

450 [MVA]

79.01 [km]
219 [MW]

79.01 [km]
219 [MW]

39.4 [km]
230.0 [MW]

100
[MVA]ATOCHA

25
[MVA]

7.2
[MVAr]

91.7 [km]
140.0 [MW]

UYUNI

SOLAR
UYUNI

S

4.6 [km]
215.7 [MW]

HUAJI

90.0 [MW]
74.5 [km]

75 [MVA]

98.8 [km]
113.6 [MW]

150 [MVA]

75.5 [km]
140.0 [MW]

LITIO

150
[MVA]

81.4 [km]
54.4 [MW]

SALAR

50
[MVA]

50
[MVA]

15
[MVAr]

15
[MVAr]

75 [MVA]

150 [MVA]

75
[MVA]

TORRE
HUAYCO

12 [MVAr]

21 [MVAr]

21
[MVAr]

12 [MVAr]
175.8 [MW]

82.0 [km]

155.8 [MW]
157.1 [km]

ENTRE RIOS
T

1.4 [km]
448.0 [MW]

0.5 [km]
448.0 [MW]

ENTRE RIOS II

1.8 [km]
448.0 [MW]

CHILCOBIJA

PORTUGALETE

TELAMAYU

1.57 [km]
23.75 [MW]

27.5 [km]
22.0 [MW]

29.5 [km]
22.0 [MW]

23.75 [MW]
36.6 [km]

SAN JOSÉ II
H

150.0 [MW]
74.2 [km]

185.3 [MW]
82.9 [km]

PAGADOR

[MVA]

40.9 [km]
2x73.15 [MW]

ORURO
S

150

24.8 [km]
229.9 [MW]

YAPACANÍ
70.78 [km]

130.0 [MW]

74.75 [km]
130.0 [MW]

T

IAGSA
T

GUABIRAUNAGRO
T

AGUAÍ
T T

WARNES

150 [MVA]

BRECHAS

150 [MVA]

54.2 [km]
163.4 [MW]

64.4 [km]
163.0 [MW]

21 [MVAr]S JULIÁN

54.2 [km]
163.0 [MW] 64.4 [km]

163.0 [MW]

150 [MVA]
WARNES
T

100 [MVA]

142.5 [MW]
102.0 [km]

ARBOLEDA

40.7 [MW]
7.24 [km]

POTOSI
ECEBOL

51.4 [km]
678.3 [MW]

KARACHIPAMPA

WARNES
E

150 [MVA]

EL DORADO

E
SAN JULIÁN

E

21
[MVAr]

12 [MVAr]

TRONCOS

113.6 [MW]

PARAISO

[MVAr]

150 [MVA]

GUARAYOS

21
[MVAr]

21 [MVAr]

21 [MVAr]

141.6 [km]
76.4 [MW]

21
[MVAr]

21

15 [MVAr]

15 [MVAr]

12 [MVAr]

141.6 [km]
76.4 [MW]

230.6 [km]
70.0 [MW]

230.6 [km]
70.0 [MW]

11.1 [km]
69.5 [MW]

11.1 [km]
69.5 [MW]

500 kV

450 [MVA]

150 [MVA]

450 [MVA]

0.65 [km]
424.7 [MW]
0.30 [km]

VALLE HERMOSO

235.7 [km]
830.3 [MW]

63-105 [MVAr]

105 [MVAr]

63-105
[MVAr]

105
[MVAr]

STAT
COM +/-50

[MVAr]

(*)

(*) Línea Doble Terna con una sola bahía en los extremos


